OCCUPANT CAPACITY:

SW GATES - 6,395 x 1 = 6,395
WEST GATES - 3,395 x 1 = 3,395
NE GATE - 3,395 x 1 = 3,395
EAST GATES - 5,142 x 3 = 15,426
SE GATE - 2,142 x 1 = 2,142

TOTAL CAPACITY (BASE BID) : 32,780

OCCUPANT LOAD:

GENERAL SEATING - 18,915
ADA SEATING - 126

TOTAL SEATS - 20,021

TOTAL OCCUPANT LOAD (1) 20,371

1. OTHER OCCUPANTS INCLUDE STAFF, Ushers, PLAYERS, COACHES, SECURITY, PRESS CLUB, AND CONCESSIONS. TOTAL ESTIMATED: 350

2. LOAD FACTORS TABLE 1028.6.2: >20,000 SEATS :
   STAIRS: 0.076" - DOORS / RAMPS: 0.056" PER OCCUPANT

OCCUPANT LOAD:

GENERAL SEATING - 18,915
ADA SEATING - 126

TOTAL SEATS - 20,021

TOTAL OCCUPANT LOAD (1) 20,371

1. OTHER OCCUPANTS INCLUDE STAFF, Ushers, PLAYERS, COACHES, SECURITY, PRESS CLUB, AND CONCESSIONS. TOTAL ESTIMATED: 350

2. LOAD FACTORS TABLE 1028.6.2: >20,000 SEATS :
   STAIRS: 0.076" - DOORS / RAMPS: 0.056" PER OCCUPANT
EAST UPPER DECK SEATING EXITS

<table>
<thead>
<tr>
<th>Exit Type</th>
<th>Measurement</th>
<th>Load</th>
<th>Total Capacity</th>
</tr>
</thead>
<tbody>
<tr>
<td>NE Ramp</td>
<td>1,714 x 1</td>
<td>1,714</td>
<td></td>
</tr>
<tr>
<td>SE Stair</td>
<td>1,421 x 1</td>
<td>1,421</td>
<td></td>
</tr>
<tr>
<td>Existing VOMS &amp; Stairs</td>
<td>710 x 2</td>
<td>1,420</td>
<td></td>
</tr>
<tr>
<td>Occupant Load</td>
<td>3,117</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Total Capacity</td>
<td>5,335</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

WEST CONCESSIONS EXITS

<table>
<thead>
<tr>
<th>Exit Type</th>
<th>Measurement</th>
<th>Load</th>
<th>Total Capacity</th>
</tr>
</thead>
<tbody>
<tr>
<td>Stairs Doors</td>
<td>660 x 6</td>
<td>5,990</td>
<td></td>
</tr>
<tr>
<td>SW Ramp</td>
<td>1,509 x 1</td>
<td>1,509</td>
<td></td>
</tr>
<tr>
<td>Occupant Load</td>
<td>3,019</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Total Capacity</td>
<td>5,005</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

NOTES:
1. Load Factors Table 1628.6.2: >20,000 Seats; Stairs 0.056" Doors and Ramps 0.056" per occupant.
2. 1033.7 Open Air Seating: The travel distance shall not be limited in facilities of Type I or Type II Construction.
WEST UPPER DECK EXITS

UPPER DECK VOMITORIES - 36"/05"
1,142 x 5 = 5,710

UPPER DECK VOMITORIES - 36"/05" *
1,071 x 2 = 2,142

TOTAL CAPACITY:
7,852

* TWO VOMITORY EXITS ARE NARROWED DUE TO COLUMNS AT LEVEL 3.
SEE ENLARGED PLANS